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TYPICAL TANK GROUND

THREADED BOSS,

REFER TO TDMIS-1213

TYPICAL TANK GROUND

THREADED BOSS,

REFER TO TDMIS-1213

CODED NOTES:

"T" BLADE SWITCH, TYP., SEE TABLE

1.

NOT REPLACEABLE BY FIELD

PERSONNEL.

BAYONET TYPE, LOAD-BREAK

FUSEHOLDER.

GROUND STRAP IS NOT REQUIRED

IF THE X0 TERMINAL IS A SPADE

WELDED DIRECTLY TO THE TANK.
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