EXISTING DRAIN

REPLACE WITH DOSD APPROVED PVC, HDPE OR CONCRETE PIPE

EXISTING DRAIN

2' - 0"
MIN.

INSIDE DIAMETER OF PIPE
EQUAL TO OR GREATER THAN INSIDE DIAMETER OF TILE

2' - 0"
MIN.

DOSD APPROVED ELASTOMERIC PVC COUPLING

DOSD APPROVED ELASTOMERIC PVC COUPLING

TRENCH WIDTH
D+2

PROPOSED WATER LINE

DOSD = DIVISION OF SEWERAGE AND DRAINAGE.

CITY OF COLUMBUS
DEPARTMENT OF PUBLIC UTILITIES
DIVISION OF WATER

STANDARD DETAIL
DRAIN TILE REPLACEMENT

L-7002

APPROVED:
R C Wiensmeyer 5-16-13
ADMINISTRATOR DATE